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2012 IBC Building Code Analysis - Architecture
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Overall Site Plan - Final Configuration - Civil
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Utilities Site Plan - Final Configuration - Civil
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C1.02

1" = 20'-0"

Grading and Drainage Plan - Civil
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Paving Legend

6 inch Concrete Paving

10 inch Concrete Paving

C1.03

1" = 50'-0"

Paving Plan - Civil
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01 - Parking02 - Parking03 - Driveway

04 - Driveway05 - Parking06 - Entry

07 - Dumpster

08 - Generator
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Site Layout and Grading Details - Civil

01 - Enlarged Plan Detail02 - Enlarged Plan Detail03 - Enlarged Plan Detail

06 - Enlarged Plan Detail 05 - Enlarged Plan Detail 04 - Enlarged Plan Detail
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1/4" = 1'-0"

Site Paving Details - Civil
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01 - HC Ramp Section

02 - HC Ramp Isometric

03 - Not Used04 - Enlarged Plan Detail

06 - Enlarged Plan Detail 05 - Enlarged Plan Detail
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01 - Paving Sections and Termination Details

02 - Pipe Bollard
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1/4" = 1'-0"

Storm Sewer Extension - Civil
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Enlarged Floor Plan - First Floor - Part B - Architecture
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Enlarged Floor Plan - First Floor - Part C - Architecture
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Enlarged Floor Plan - First Floor - Part D - Architecture
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Enlarged Floor Plans - Toilets - Architecture
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Enlarged Floor Plans - Toilets - Architecture
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01 - Plan East Exterior Elevation

02 - Plan South Exterior Elevation
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1/8" = 1'-0"

01 - Overall Building Section - Architecture
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1/8" = 1'-0"

01 - Overall Building Section - Architecture
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Wall Sections - Architecture

DATE:

SCALE:

DRAWN BY:

CHECKED BY:

APPROVED BY:

N
O

.
D

A
T

E
I
S

S
U

E
D

 
F

O
R

March 10, 2014

ET AL

WAE

RB/SF

J
E
F
F
E
R
S
O

N
 
C
O

U
N

T
Y

P
U

B
L
I
C
 
H

E
A
L
T
H

 
A
N

D
 
A
D

U
L
T
 
P
R
O

B
A
T
I
O

N

D
E
P
A
R
T
M

E
N

T
S
 
O

F
F
I
C
E
 
B
U

I
L
D

I
N

G

P
o
r
t
 
A
r
t
h
u
r
,
 
T
e
x
a
s

I
S
S
U

E
D

 
F
O

R
 
C
O

N
S
T
R
U

C
T
I
O

N

01 - Wall Section02 - Wall Section03 - Wall Section



Key Plan

A5.02

1/2" = 1'-0"

Wall Sections - Architecture

DATE:

SCALE:

DRAWN BY:

CHECKED BY:

APPROVED BY:

N
O

.
D

A
T

E
I
S

S
U

E
D

 
F

O
R

March 10, 2014

ET AL

WAE

RB/SF

J
E
F
F
E
R
S
O

N
 
C
O

U
N

T
Y

P
U

B
L
I
C
 
H

E
A
L
T
H

 
A
N

D
 
A
D

U
L
T
 
P
R
O

B
A
T
I
O

N

D
E
P
A
R
T
M

E
N

T
S
 
O

F
F
I
C
E
 
B
U

I
L
D

I
N

G

P
o
r
t
 
A
r
t
h
u
r
,
 
T
e
x
a
s

I
S
S
U

E
D

 
F
O

R
 
C
O

N
S
T
R
U

C
T
I
O

N

01 - Wall Section02 - Wall Section



Key Plan

A5.03

1/2" = 1'-0"

Wall Sections - Architecture

DATE:

SCALE:

DRAWN BY:

CHECKED BY:

APPROVED BY:

N
O

.
D

A
T

E
I
S

S
U

E
D

 
F

O
R

March 10, 2014

ET AL

WAE

RB/SF

J
E
F
F
E
R
S
O

N
 
C
O

U
N

T
Y

P
U

B
L
I
C
 
H

E
A
L
T
H

 
A
N

D
 
A
D

U
L
T
 
P
R
O

B
A
T
I
O

N

D
E
P
A
R
T
M

E
N

T
S
 
O

F
F
I
C
E
 
B
U

I
L
D

I
N

G

P
o
r
t
 
A
r
t
h
u
r
,
 
T
e
x
a
s

I
S
S
U

E
D

 
F
O

R
 
C
O

N
S
T
R
U

C
T
I
O

N

01 - Wall Section02 - Wall Section03 - Wall Section



Key Plan

A5.04

1/2" = 1'-0"

Entry Details - Health and Welfare - Architecture

DATE:

SCALE:

DRAWN BY:

CHECKED BY:

APPROVED BY:

N
O

.
D

A
T

E
I
S

S
U

E
D

 
F

O
R

March 10, 2014

ET AL

WAE

RB/SF

J
E
F
F
E
R
S
O

N
 
C
O

U
N

T
Y

P
U

B
L
I
C
 
H

E
A
L
T
H

 
A
N

D
 
A
D

U
L
T
 
P
R
O

B
A
T
I
O

N

D
E
P
A
R
T
M

E
N

T
S
 
O

F
F
I
C
E
 
B
U

I
L
D

I
N

G

P
o
r
t
 
A
r
t
h
u
r
,
 
T
e
x
a
s

I
S
S
U

E
D

 
F
O

R
 
C
O

N
S
T
R
U

C
T
I
O

N

01 - Exterior Elevation

02 - Wall Section03 - Wall Section

04 - Enlarged Plan



Key Plan

A5.05

1/2" = 1'-0"

Entry Details - Adult Probation - Architecture
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Detail Plan Sections - Architecture
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Detail Plan Sections - Architecture
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Detail Plan Sections - Architecture

DATE:

SCALE:

DRAWN BY:

CHECKED BY:

APPROVED BY:

N
O

.
D

A
T

E
I
S

S
U

E
D

 
F

O
R

March 10, 2014

ET AL

WAE

RB/SF

J
E
F
F
E
R
S
O

N
 
C
O

U
N

T
Y

P
U

B
L
I
C
 
H

E
A
L
T
H

 
A
N

D
 
A
D

U
L
T
 
P
R
O

B
A
T
I
O

N

D
E
P
A
R
T
M

E
N

T
S
 
O

F
F
I
C
E
 
B
U

I
L
D

I
N

G

P
o
r
t
 
A
r
t
h
u
r
,
 
T
e
x
a
s

I
S
S
U

E
D

 
F
O

R
 
C
O

N
S
T
R
U

C
T
I
O

N

01 - Plan Section - Entry - Adult Probation

02 - Plan Section - Entry - Health and Welfare



A6.04

1 1/2" = 1'-0"

Detail Sections - Architecture
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Detail Sections - Architecture
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Exterior Details - Architecture
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A7.01

1/8" = 1'-0"

01 - Overall Reflected Ceiling Plan - First Floor - Architecture
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A8.02

3" = 1'-0"

Exterior Details - Architecture

DATE:

SCALE:

DRAWN BY:

CHECKED BY:

APPROVED BY:

N
O

.
D

A
T

E
I
S

S
U

E
D

 
F

O
R

March 10, 2014

ET AL

WAE

RB/SF

J
E
F
F
E
R
S
O

N
 
C
O

U
N

T
Y

P
U

B
L
I
C
 
H

E
A
L
T
H

 
A
N

D
 
A
D

U
L
T
 
P
R
O

B
A
T
I
O

N

D
E
P
A
R
T
M

E
N

T
S
 
O

F
F
I
C
E
 
B
U

I
L
D

I
N

G

P
o
r
t
 
A
r
t
h
u
r
,
 
T
e
x
a
s

I
S
S
U

E
D

 
F
O

R
 
C
O

N
S
T
R
U

C
T
I
O

N

01 - Parapet Section Detail02 - Parapet Plan Detail03 - Parapet Isometric

04 - Parapet Cap Section Detail05 - Parapet Cap Isometric



A8.03

3" = 1'-0"

Exterior Details - Architecture
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3" = 1'-0"

Exterior Entry Details - Architecture
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3" = 1'-0"

Exterior Entry Details - Architecture
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1/2" = 1'-0"

Interior Elevations - Architecture
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04 - Plan at Passthru05 - Elevation of Passthru Openings
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03

Scale: 1 1/2" = 1'-0" Scale: 3/4" = 1'-0"

Exterior Signage Details - Architecture

04  Street Face05  Parking Lot Face



DATE:

SCALE:

DRAWN BY:

CHECKED BY:

APPROVED BY:

N
O

.
D

A
TE

IS
S

U
E

D
 F

O
R

March 10, 2014

ET AL

WAE

RB/SF

JE
FF

ER
SO

N
 C

O
U

N
TY

PU
BL

IC
 H

EA
LT

H
 A

N
D

 A
D

U
LT

 P
RO

BA
TI

O
N

D
EP

A
RT

M
EN

TS
 O

FF
IC

E 
BU

IL
D

IN
G

Po
rt

 A
rt

hu
r,
 T

ex
as

IS
SU

ED
 F

O
R
 C

O
N

ST
RU

CT
IO

N

TEXAS FIRM REG. No. F-2335
JOE P. HILL P.E.

Jph, P.E.  Job No. 13504

3/10/2014

\\F
S1

\N
ew

 X
 d

riv
e\

E
20

13
\1

3-
50

4 
Po

rt 
A

rth
ur

 H
ea

lth
 C

lin
ic

 - 
TX

\P
D

\S
0.

1.
dw

g,
 2

/2
8/

20
14

 2
:5

2:
16

 P
M

, P
lo

tte
d 

By
 V

S



DATE:

SCALE:

DRAWN BY:

CHECKED BY:

APPROVED BY:

N
O

.
D

A
TE

IS
S

U
E

D
 F

O
R

March 10, 2014

ET AL

WAE

RB/SF

JE
FF

ER
SO

N
 C

O
U

N
TY

PU
BL

IC
 H

EA
LT

H
 A

N
D

 A
D

U
LT

 P
RO

BA
TI

O
N

D
EP

AR
TM

EN
TS

 O
FF

IC
E 

BU
IL

D
IN

G
Po

rt
 A

rt
hu

r,
 T

ex
as

IS
SU

ED
 F

O
R 

C
O

N
ST

RU
CT

IO
N

TEXAS FIRM REG. No. F-2335
JOE P. HILL P.E.

Jph, P.E.  Job No. 13504

3/10/2014

\\F
S1

\N
ew

 X
 d

riv
e\

E
20

13
\1

3-
50

4 
Po

rt 
A

rth
ur

 H
ea

lth
 C

lin
ic

 - 
TX

\P
D

\S
0.

2.
dw

g,
 2

/2
8/

20
14

 2
:5

0:
36

 P
M

, P
lo

tte
d 

By
 V

S



DATE:

SCALE:

DRAWN BY:

CHECKED BY:

APPROVED BY:

N
O

.
D

A
TE

IS
S

U
E

D
 F

O
R

March 10, 2014

ET AL

WAE

RB/SF

JE
FF

ER
SO

N
 C

O
U

N
TY

PU
BL

IC
 H

EA
LT

H
 A

N
D

 A
D

U
LT

 P
RO

BA
TI

O
N

D
EP

AR
TM

EN
TS

 O
FF

IC
E 

BU
IL

D
IN

G
Po

rt
 A

rt
hu

r,
 T

ex
as

IS
SU

ED
 F

O
R 

C
O

N
ST

RU
CT

IO
N

TEXAS FIRM REG. No. F-2335
JOE P. HILL P.E.

Jph, P.E.  Job No. 13504

3/10/2014

\\F
S1

\N
ew

 X
 d

riv
e\

E
20

13
\1

3-
50

4 
Po

rt 
A

rth
ur

 H
ea

lth
 C

lin
ic

 - 
TX

\P
D

\S
0.

3.
dw

g,
 2

/2
8/

20
14

 2
:5

0:
19

 P
M

, P
lo

tte
d 

By
 V

S



DATE:

SCALE:

DRAWN BY:

CHECKED BY:

APPROVED BY:

N
O

.
D

A
TE

IS
S

U
E

D
 F

O
R

March 10, 2014

ET AL

WAE

RB/SF

JE
FF

ER
SO

N
 C

O
U

N
TY

PU
BL

IC
 H

EA
LT

H
 A

N
D

 A
D

U
LT

 P
RO

BA
TI

O
N

D
EP

AR
TM

EN
TS

 O
FF

IC
E 

BU
IL

D
IN

G
Po

rt
 A

rt
hu

r,
 T

ex
as

IS
SU

ED
 F

O
R 

C
O

N
ST

RU
CT

IO
N

TEXAS FIRM REG. No. F-2335
JOE P. HILL P.E.

Jph, P.E.  Job No. 13504

3/10/2014

\\F
S1

\N
ew

 X
 d

riv
e\

E
20

13
\1

3-
50

4 
Po

rt 
A

rth
ur

 H
ea

lth
 C

lin
ic

 - 
TX

\P
D

\S
0.

4.
dw

g,
 2

/2
8/

20
14

 2
:4

9:
53

 P
M

, P
lo

tte
d 

By
 V

S



DATE:

SCALE:

DRAWN BY:

CHECKED BY:

APPROVED BY:

N
O

.
D

A
TE

IS
S

U
E

D
 F

O
R

March 10, 2014

ET AL

WAE

RB/SF

JE
FF

ER
SO

N
 C

O
U

N
TY

PU
BL

IC
 H

EA
LT

H
 A

N
D

 A
D

U
LT

 P
RO

BA
TI

O
N

D
EP

AR
TM

EN
TS

 O
FF

IC
E 

BU
IL

D
IN

G
Po

rt
 A

rt
hu

r,
 T

ex
as

IS
SU

ED
 F

O
R 

C
O

N
ST

RU
CT

IO
N

TEXAS FIRM REG. No. F-2335
JOE P. HILL P.E.

Jph, P.E.  Job No. 13504

3/10/2014

\\F
S1

\N
ew

 X
 d

riv
e\

E
20

13
\1

3-
50

4 
Po

rt 
A

rth
ur

 H
ea

lth
 C

lin
ic

 - 
TX

\P
D

\S
0.

5.
dw

g,
 2

/2
8/

20
14

 2
:4

9:
36

 P
M

, P
lo

tte
d 

By
 V

S



TEXAS FIRM REG. No. F-2335
JOE P. HILL P.E.

Jph, P.E.  Job No. 13504

3/10/2014

\\F
S1

\N
ew

 X
 d

riv
e\

E
20

13
\1

3-
50

4 
Po

rt 
A

rth
ur

 H
ea

lth
 C

lin
ic

 - 
TX

\P
D

\S
1.

0.
dw

g,
 2

/2
8/

20
14

 2
:4

9:
18

 P
M

, P
lo

tte
d 

By
 V

S



TEXAS FIRM REG. No. F-2335
JOE P. HILL P.E.

Jph, P.E.  Job No. 13504

3/10/2014

\\F
S1

\N
ew

 X
 d

riv
e\

E
20

13
\1

3-
50

4 
Po

rt 
A

rth
ur

 H
ea

lth
 C

lin
ic

 - 
TX

\P
D

\S
1.

1.
dw

g,
 2

/2
8/

20
14

 2
:4

9:
00

 P
M

, P
lo

tte
d 

By
 V

S



TEXAS FIRM REG. No. F-2335
JOE P. HILL P.E.

Jph, P.E.  Job No. 13504

3/10/2014

\\F
S1

\N
ew

 X
 d

riv
e\

E
20

13
\1

3-
50

4 
Po

rt 
A

rth
ur

 H
ea

lth
 C

lin
ic

 - 
TX

\P
D

\S
2.

0.
dw

g,
 2

/2
8/

20
14

 2
:4

8:
40

 P
M

, P
lo

tte
d 

By
 V

S



TEXAS FIRM REG. No. F-2335
JOE P. HILL P.E.

Jph, P.E.  Job No. 13504

3/10/2014

\\F
S1

\N
ew

 X
 d

riv
e\

E
20

13
\1

3-
50

4 
Po

rt 
A

rth
ur

 H
ea

lth
 C

lin
ic

 - 
TX

\P
D

\S
3.

0.
dw

g,
 2

/2
8/

20
14

 2
:4

8:
33

 P
M

, P
lo

tte
d 

By
 V

S



TEXAS FIRM REG. No. F-2335
JOE P. HILL P.E.

Jph, P.E.  Job No. 13504

3/10/2014

\\F
S1

\N
ew

 X
 d

riv
e\

E
20

13
\1

3-
50

4 
Po

rt 
A

rth
ur

 H
ea

lth
 C

lin
ic

 - 
TX

\P
D

\S
3.

1.
dw

g,
 2

/2
8/

20
14

 2
:4

8:
06

 P
M

, P
lo

tte
d 

By
 V

S



TEXAS FIRM REG. No. F-2335
JOE P. HILL P.E.

Jph, P.E.  Job No. 13504

3/10/2014

\\F
S1

\N
ew

 X
 d

riv
e\

E
20

13
\1

3-
50

4 
Po

rt 
A

rth
ur

 H
ea

lth
 C

lin
ic

 - 
TX

\P
D

\S
3.

2.
dw

g,
 2

/2
8/

20
14

 2
:4

7:
52

 P
M

, P
lo

tte
d 

By
 V

S



TEXAS FIRM REG. No. F-2335
JOE P. HILL P.E.

Jph, P.E.  Job No. 13504

3/10/2014

\\F
S1

\N
ew

 X
 d

riv
e\

E
20

13
\1

3-
50

4 
Po

rt 
A

rth
ur

 H
ea

lth
 C

lin
ic

 - 
TX

\P
D

\S
4.

0.
dw

g,
 2

/2
8/

20
14

 2
:4

7:
17

 P
M

, P
lo

tte
d 

By
 V

S



TEXAS FIRM REG. No. F-2335
JOE P. HILL P.E.

Jph, P.E.  Job No. 13504

3/10/2014

\\F
S1

\N
ew

 X
 d

riv
e\

E
20

13
\1

3-
50

4 
Po

rt 
A

rth
ur

 H
ea

lth
 C

lin
ic

 - 
TX

\P
D

\S
4.

1.
dw

g,
 2

/2
8/

20
14

 2
:5

1:
46

 P
M

, P
lo

tte
d 

By
 V

S



TEXAS FIRM REG. No. F-2335
JOE P. HILL P.E.

Jph, P.E.  Job No. 13504

3/10/2014

\\F
S1

\N
ew

 X
 d

riv
e\

E
20

13
\1

3-
50

4 
Po

rt 
A

rth
ur

 H
ea

lth
 C

lin
ic

 - 
TX

\P
D

\S
4.

2.
dw

g,
 2

/2
8/

20
14

 2
:5

1:
24

 P
M

, P
lo

tte
d 

By
 V

S









DATE:

SCALE:

DRAWN BY:

CHECKED BY:

APPROVED BY:

N
O

.
D

A
TE

IS
S

U
E

D
 F

O
R

March 10, 2014

CB

CB

JE
FF

ER
SO

N
 C

O
U

N
TY

PU
BL

IC
 H

EA
LT

H
 A

N
D

 A
D

U
LT

 P
RO

BA
TI

O
N

D
EP

AR
TM

EN
TS

 O
FF

IC
E 

BU
IL

D
IN

G
Po

rt
 A

rt
hu

r,
 T

ex
as

IS
SU

ED
 F

O
R 

CO
N

ST
RU

CT
IO

N

1/8"=1'-0"

James A. George P.E.
E0.01

SHEET TITLE:

PLAN LAYOUT
SITE

ELECTRICAL

Scale: 1/16"=1'-0"

SITE PLAN LAYOUT1



OFFICE
OFFICE OFFICE OFFICE

OFFICE

OFFICE

OFFICE
OFFICE

OFFICE OFFICEOFFICE

OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

FILES LAB

CLASSROOM

CLASSROOM

STOR

STOR

FILES

INTERVIEW

INTERVIEW

CASHIER

RECEPTION

WAITING

FILES

OFFICE

OFFICE

JANITOR

STOR

OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

OFFICEOFFICE

OFFICE

OFFICE

OFFICE

OFFICE

MENS TOILET

SHARED
BREAKROOM

WOMENS
TOILET

FACSIMILE
COPIER

DOCTORS
OFFICE

STOR

FIRE
SPRINKLER

RM

MINOR
PROCEDURE

ROOM

LAB

EXAM

EXAM

EXAM

EXAM

MED
STOR

MEDICAL
EQUIP STOR

ACTIVE FILES RECEPTION

RECEPTION

WAITING

FILES
/SUPPLIES

CONFERENCE

ADMIN OFFICE

ADMIN ASST
OFFICE

TOILET

TOILET

TOILET

TOILET

TOILET

TOILET
TOILET

ELEC RM

STOR

P44

P46

P45

P01

CORRIDOR
P43

P42

P37 P36

P38 CORRIDOR
P39

CORRIDOR
P02

P03

P03

P06

P08

P10

P11P34

P35

P40

P41

P33
OFFICE

P32

CORRIDOR
P28

CORRIDOR
P04

CORRIDOR
P11

P09

P07

P05

H39

H40
CLASSROOM

H42

H43

H38 H37

CORRIDOR
H41

CORRIDOR
H15

CORRIDOR
H35

H36

H29

H28

CORRIDOR
H27

S02

S01

P31

CORRIDOR
P13

CORRIDOR
P13

P30
P29

P25
OFFICE

P24

P23

CORRIDOR
P17

CORRIDOR
P17

P27

CORRIDOR
P28

OFFICE
P15

OFFICE
P26

OFFICE
P16

CORRIDOR
P04

P19P20P21P22

CORRIDOR
P04

P18

S05

H17

H18

H15

H19

H21

S04

P14

P12

S03 H22

H25

CORRIDOR
H15

H13

SCREENING
ROOM H12

SCREENING
ROOM

H11

SCREENING
ROOM

H10

H09

H07

H03

CORRIDOR
H14

CORRIDOR
H06

H15

H08

H05

H23

H24

H26

H04

CORRIDOR
H20

H46

H48

H01

H02

H31
H30

H34 H33

CORRIDOR
H32

CORRIDOR
H50

H52

H51

H49
H44

CORRIDOR
H35

CORRIDOR
H47

1LN-1

1LC-3

1LC-1

1LN-3

1LC-7

1LC-5

1LN-5

1LC-13

1LC-15
1LN-71LN-9

1LC-17

1LC-11

1LN-13

1LN-15

1LN-17

1LC-19

1LN-19

1LN-23

1LN-21

1LN-11

1LN-29

1LN-53

1LC-9

1LN-25

1LC-21

1LN-43 1LN-45

1LN-49

1LN-47

1LN-4

1LC-2

1LN-2

1LC-6
1LN-24

1LN-481LN-461LN-44 1LN-18

1LC-12

1LN-24

1LN-20

1LC-30

1LC-14

1LC-20

1LC-18

1LC-16

1LN-26

1LN-28

1LN-34

1LN-36

1LN-8

1LN-10

1LN-12

1LN-32

1LC-8

1LC-10

1LN-38

1LC-4

1LN-6

1LN-14

J
s

1LN-40
1LN-22

1LN-56

1LN-52

1LN-50

1LN-54

1LN-42

01 02 03 04 05 06 07 08

A

B

C

D

E

F

GFI

GFI

GFI

GFI

GFI GFI

WP

GFI

GFI

GFI
DF

GFI

GFI

GFI

GFI

REF

GFI GFI

GFI

GFI

GFI

GD

DISC.

1HN1LN

1LC

T1LN-45KVA
(BOTTOM)

T1LC-45KVA
(TOP)

DF

E1.01

02

DP1

ATS

REMOTE
ANNUNCIATOR
FOR GENERATOR
VERIFY LOCATION

1LN-27

PHONE BOARD

ELEC RM
S05

GFI

DISC.

1HN

1LN

1LC

T1LN-45KVA
(BOTTOM)

T1LC-45KVA
(TOP)

DP1

ATS

PHONE BOARD

FIRE ALARM SYSTEM
� DRAWINGS DO NOT SHOW PLACEMENT OF DEVICES.
� FA CONTRACTOR TO PROVIDE ALL HORNS, HORN/STROBES, PULL

STATIONS, SMOKE DETECTOR, MONITORING OF DUCT SMOKE
DETECTORS, AND MONITORING FLOW AND TAMPER SWITCHES,
EXTERIOR BELL FOR SPRINKLER SYSTEM, AUTO DIALER, REMOTE
ANNUNCIATOR AND ALL DEVICES AS REQUIRED TO MEET STATE AND
LOCAL CODE.

� WIRING TO BE RAN IN PLENUM CABLING.
� ELECTRICAL CONTRACTOR TO PROVIDE A STUB UP TO CEILING SPACE

AND OR BAR JOIST.
� WIRING TO BE CLASS A FOR INITIATIONS AND INDICATION DEVICES.
� SYSTEM TO BE DESIGNED TO MEET ALL REQUIREMENT OF NFPA, ADA,

NEC, AND STATE AND LOCAL CODES. SYSTEM TO BE DESIGNED BY A
CERTIFIED DESIGNER OF THE STATE OF TEXAS.

POWER PLAN
� PROVIDED DEDICATED NEUTRALS TO ALL IG DEVICES SUCH AS

COMPUTER, COPIER, PROJECTOR, AV AND IT CIRCUITS.
� PROVIDED DEDICATED NEUTRALS TO ALL BRANCH CIRCUITS.
� PROVIDE J-BOX WITH 3/4" STUB UP AT ALL LOW VOLTAGE AND FIRE

ALARM OUTLET BOXES. AT LAY IN CEILING STUB TO ABOVE CEILING AT
EXPOSED ROOMS STUB TO BAR JOIST.

� PROVIDE 120V POWER TO FIRE ALARM AND SECURITY PANELS.
� PROVIDE GFI RECEPTACLES WITH IN 6 FT. OF SINK AND AT KITCHEN PREP.
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DESCRIPTIONSYMBOL

2x4 2 Lamp Acrylic Fixture with 1 BallastA2

B

C

A22E

SC1

S2E

D132

D132E

A2E

A3

A3E

A42B

A42BE

2x4 2 Lamp Acrylic Fixture with 1 Ballast(Will be Nightlight)

2x4 3 Lamp Acrylic Fixture with 1 Ballast

2x4 3 Lamp Acrylic Fixture with 1 Ballast and Battery Pack

2x4 4 Lamp Acrylic Fixture with 2 Ballast

4' 2 Lamp Strip

2x4 4 Lamp Acrylic Fixture with 2 Ballast and Battery Pack

2x2 2 Lamp Acrylic Fixture with 1 Ballast and Battery Pack

Downlight

Downlight with Battery Pack

Exterior Sconce With Medium Throw Lighting

2FT Wall Mounted Fixture

Exit Light

Exit Light with Battery Pack/Lights

Occupancy Sensor Wall Switch

3 Way Switch

4 Way Switch

Motion Ceiling Mounted Occupancy Sensor

Power Pack for Occupancy Sensor

OS

3

4

M

PP

SC2
4FT Wall Mounted Fixture

Exterior Sconce With Wide Throw Lighting
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PANEL 125 MLO 277/480 3P, 4W 1-CAN  42 CKT

1HN (1-42)

Series
Rate to
65K AIC

2" 4#1/0 1#6G NEMA 1
CKT LOAD DESCRIPTION WIRE CB LIGHTS RECEPT EQUIP HVAC HEAT PH

1

Ltg-Rooms
P18,P19,P20,P21,P22,P24,P25,P29,P30,
P15,P16,P27,P26   Type A3=14,A1=2 #12 20/1        1,472 A

3

Ltg- Rooms
P33,P32,P37,P36,P38,P42,P44   Type
A3=4,A42B=4,A22=2,SC1=2 #12 20/1           994 B

5

Ltg-Rooms
P45,P46,P11,P10,P08,P06,P03,P41,P40,
P35, P34   Type A3=10,A22=2,SC1=2 #12 20/1        1,122 C

7

Ltg-Rooms
S04,P14,P12,P09,P07,P05,H39,H40
Type A1=2,A3=5,A42B=4 #12 20/1        1,056 A

9
Ltg-Corridor P39,P43,P02 Room P01
Type A2=10, Exit=3 #12 20/1           643 B

11 Ltg-Corridor P04,P11  Type A2=9, Exit=4 #12 20/1           580 C

13
Ltg-Corridor P17,P28,P13   Type A2=11,
Exit=3 #12 20/1           707 A

15 Exterior Ltg Type B=5 #12 20/1           160 B
17 Exterior Ltg Type C=8 #12 20/1        1,400 C
19 SPARE 20/1 A
21 SPARE 20/1 B
23 SPARE 20/1 C
25 SPARE 20/1 A
27 SPARE 20/1 B
29 SPACE C
31 SPACE A
33 SPACE B
35 SPACE C
37 SPACE A
39 SPACE B
41 Parking Lot Lights  Type SA=2 #10 20/1           500 C

2

Ltg-Rooms
H15,H17,H11,H12,H13,H10,H09,H21,H1
9, H22,H25 Type A3=14,SC1=1,A22=1 #12 20/1        1,425 A

4

Ltg-Rooms
H08,H15,H05,H23,H24,H04,H03,H26,H0
7 Type A3=15, SC1-1, A2=1 #12 20/1        1,521 B

6
Ltg- Mens and Womens Bathroom
Type D132=12, SC2-4 #12 20/1           608 C

8

Ltg-Rooms S02,H28,H29,H36,H37,H38,
Toilets on Healthside   Type A42B=6,
A3=5, SC1=2, A22=1, A2=1, Exit=1 #12 20/1           643 A

10

Ltg-Rooms
H33,H34,H46,H48,H44,H49,H42,H51,H5
2 , Corridor H50   Type A3=10, A42B=2,
A2=1, Exit=1 #12 20/1        1,281 B

12
Ltg-Corridor H20,H15,H27,H41,H47
Type A2=16, Exit=7 #12 20/1        1,031 C

14
Ltg-Corridor H14,H06,Wai ng Rm H01
Corridor H32   Type A2=9, Exit=4 #12 20/1           580 A

16 SPARE 20/1 B
18 SPARE 20/1 C
20 SPARE 20/1 A
22 SPARE 20/1 B
24 SPARE 20/1 C
26 SPARE 20/1 A
28 SPARE 20/1 B
30 SPACE C
32 SPACE A
34 SPACE B
36 SPACE C
38 SPACE A
40 SPACE B
42 SPACE C

TOTAL      15,723              -              -              -              -
LIGHTING           15,723 A PH        5,883              -              -              -              -
RECEPTACLE B PH        4,599              -              -              -              -
EQUIP                  - C PH        5,241              -              -              -              -
HVAC                  -

HEAT                  -
25% CONT        3,930.75

25% LG MOTOR
TOTAL KVA           19,654

VOLTS 480
AMPS             23.64

PANEL 150 MCB 208/120 3P, 4W 1-CAN  84 CKT

1LN(1-42)

Series
Rate to
22K AIC

2" 3#1/0 2#1/0N 1#6G 1#6IG Ground Bar NEMA 1

CKT LOAD DESCRIPTION WIRE CB LIGHTS
RECEP

T EQUIP HVAC HEAT PH

1 4-Recept. Office P19,P20,P21,P22 #12 20/1 720 A

3
6-Recept. Office
P24,P25,P29,P30,P32,P33 #12 20/1 1,080 B

5
6-Recept. Office
P26,P27,P16,P15,P34,P11 #12 20/1 1,080 C

7
6-Recept. Office
P35,P10,P40,P08,P41,P06 #12 20/1 1,080 A

9
6-Recept. Lab P36, Files P32, Classroom
P42,P44 #12 20/1 1,080 B

11 1-GFI Toilet P36 #12 20/1 180 C

13 1-Recept. TV Classroom P42 #12 20/1 180 A

15 1-Recept. TV Classroom P44 #12 20/1 180 B

17 1-Recept. TV Wai ng P01 #12 20/1 180 C

19
6-Recept. Cashier/Recep on P03,
Classroom H40, Floor Box H40 #12 20/1 1,080 A

21 1-GFI; Drinking Fountain Corridor P43 #12 20/1 180 B

23 2-GFI Toilet P45,P46 #12 20/1 360 C

25
6-Recept. Janitor S04, Office
P14,P12,P09,P07,P05 #12 20/1 1,080 A

27 1-Recept. Elect Rm S05 #12 20/1 180 B

29 1-Recept. TV Conference H40 #12 20/1 180 C
31 A
33 B
35 C
37 A
39 B
41 C

2 1-GFI Toilet H17 #12 20/1 180 A

4 6-Recept. Office H15,H19,H21,H22,H25 #12 20/1 1,080 B

6

5-Recept. Screening Room
H11,H12,H13, Fire Sprinkler H10, Minor
Procedure H09 #12 20/1 900 C

8 2-GFI Exam H08,H15 #12 20/1 180 A

10
7-Recept. Exam H08, H05, H04,
Recep on Healthside, Lab H03 #12 20/1 1,260 B

12 2-GFI Exam H05,H04 #12 20/1 360 C

14
2-GFI Minor Procedure Room H09,
Toilet H07 #12 20/1 360 A

16 SPACE B

18
5-Recept. Breakroom S02, Office H36,
H29 #12 20/1 900 C

20
6-Recept. Office H37,H38,H42,H44,H46
Files/Supplie H48 #12 20/1 1,080 A

22 1-GFI Breakroom S02 #12 20/1        1,500 B

24
2-GFI Womens Toilet S01, Mens Toilet
S03 #12 20/1 360 C

26

6-Recept. Office H34, Recep on H33,
Admin Assist H52, Admin Office H51,
Conference H40 #12 20/1 1,080 A

28 1-Recept. TV Wai ng Room H01 #12 20/1 180 B

30 SPARE #12 20/1 180 C

32
1-GFI; Drinking Fountain Wai ng Room
H01 #12 20/1 180 A

34 3-Recept. Exam H15,H23,H24 #12 20/1 540 B

36 2-GFI Toilets on H30,H31 #12 20/1 360 C

38 1-Recept. TV Wai ng Room H01 #12 20/1 180 A

40
1-Recept. Fridge/Garbage Disposal
Breakroom S02 #12 20/1        1,500 B

42 1-GFI; Breakroom S02 #12 20/1        1,500 C

TOTAL              - 18,180        4,500              -              -

A PH              - 7,380              -              -              -

B PH              - 5,760        3,000              -              -

C PH              - 5,040        1,500              -              -

TOTAL              - 24,480      10,500        4,766              -

LIGHTING                  - A PH              - 10,620        1,500           943              -

RECEPTACLE           17,240 B PH              - 7,560        4,500        2,496              -

PANEL 150 MLO 208/120 3P, 4W 1-CAN  84 CKT

1LN (43-84)

Series
Rate to
22K AIC

2" 3#1/0 2#1/0N 1#6G 1#6IG Ground Bar NEMA 1
CKT LOAD DESCRIPTION WIRE CB LIGHTS RECEPT EQUIP HVAC HEAT PH

43
5-Recept. Corridor
P17,P28,P39,P43,P13 #12 20/1           900 A

45 3-Recept. Corridor P17,P13 #12 20/1           540 B
47 3-Recept. Corridor P17,P04 #12 20/1           540 C
49 3-Recept. Corridor P04, Wai ng P01 #12 20/1           540 A
51 SPACE #12 B
53 1-GFI Waterproof #12 20/1           180 C
55 3-GFI Waterproof for RTU-2,3,4 #12 20/1           540 A
57 3-GFI Waterproof for RTU-1,5,6 #12 20/1           540 B
59 C
61 A
63 B
65 C
67 A
69 B
71 C
73 A
75 B
77 C
79 A

81 Exhaust Fan 3,4 20/1 672 B

5
.
6

83 C

44 1-Recept. Vending Breakroom S02 #12 20/1        1,500 A
46 1-Recept. Vending Breakroom S02 #12 20/1        1,500 B
48 1-Recept. Vending Breakroom S02 #12 20/1        1,500 C
50 4-Recept. Corridor H20,H15 #12 20/1           720 A
52 4-Recept. Corridor H15,H35,H41 #12 20/1           720 B
54 3-Recept. Corridor Healthside #12 20/1           540 C
56 3-Recept. Corridor H14,H06 #12 20/1           540 A
58 B
60 Water Heater #12 20/1        1,500 C
62 A
64 B
66 C
68 A
70 B

72 FC-1 #12 15/2 79 C

0
.
7
6

74 79 A

76 CU-1 #12 15/2 1,248 B

1
2

78 1,248 C

80 Exhaust Fan 1,2,5 #12 20/1 864 A
7
.2

82 Exhaust Fan 6,7 #12 20/1 576 B

4
.
8

84 C

TOTAL              - 6,300        6,000 4,766                  -

LIGHTING                  - A PH              - 3,240        1,500 943                  -

RECEPTACLE             6,300 B PH              -        1,800        1,500 2,496                  -

EQUIP             6,000 C PH              -        1,260        3,000 1,327                  -
HVAC             4,766

HEAT                  -
25% CONT                  -

25% LG MOTOR

Provided
dedicated
neturals

TOTAL KVA           17,066

Proivde
equipment
ground per
home run

VOLTS 208

Provide
Wire and
Breaker for
HVAC per
Mechanical
Name Plate

AMPS             47.37

DP1 400 MLO 480/277 3P, 4W CKT 42
Series Rate 65K AIC

1-4" 4#600 1#1/0G NEMA 1
CKT LOAD DESCRIPTION WIRE CB LIGHTS RECEPT EQUIP HVAC HEAT PH

1 PANEL 1HN 2" 4#1/0 1#6G 125/3             5,883                 -              -                 -                  - A  

3             4,599                 -              -                 -                  - B  
5             5,241                 -              -                 -                  - C
7 Transformer T1LC 45KVA 1" 3#6 1#8G 60/3                   -                 -      13,800                 -                  - A  

9                   -                 -      12,000                 -                  - B
11                   -                 -        9,600                 -                  - C
13 Transformer T1LN 45KVA 1" 3#6 1#8G 60/3                   -          10,620        1,500              943                  - A  

15                   -            7,560        4,500           2,496                  - B
17                   -            6,300        4,500           1,327                  - C
19 RTU-1 #12 15/3           3,601 A  

21           3,601 B
23           3,601 C
25 RTU-2 #12 20/3           4,155 A  

27           4,155 B
29           4,155 C
31 RTU-3 #12 20/3           3,878 A  

33           3,878 B
35           3,878 C
37 TVSS 4#6 1#6G 60/3 A
39 240KA with Surge Counter B
41 Same manufacture as Gear C

2 RTU-4 #12 20/3           3,878 A  

4           3,878 B  
6           3,878 C
8 RTU-5 #12 20/3           3,601 A  

10           3,601 B
12           3,601 C
14 RTU-6 #12 20/3           4,155 A  

16           4,155 B
18           4,155 C
20 Spare 30/3 A  
22 B
24 C
26 Spare 60/3 A  
28 B
30 C
32 Space A 7
34 Space B  
36 Space C  
38 SPARE 100/3             3,333            3,333        3,333           3,333 A  

40 SPARE             3,333            3,333        3,333           3,333 B  
42 SPARE             3,333            3,333        3,333           3,333 C

TOTAL           25,722          34,479      55,899         84,569                  -
LIGHTING                    25,722 A PH             9,216          13,953      18,633         27,544                  -

RECEPTACLE                    34,479 B PH             7,932          10,893      19,833         29,097                  -
EQUIP                    55,899 C PH             8,574            9,633      17,433         27,928                  -
HVAC                    84,569

HEAT                           -

25% CONT                 6,430.50

Served by a
400/F/3 SN
480V Disc Sw

25% LG MOTOR                 3,116.25

Fuse at 400
amp with
Class J Fuses.

TOTAL KVA                  210,216

Provided
dedicated
neturals

VOLTS 480

Proivde
equipment
ground per
home run

AMPS                    252.85

Provide Wire
and Breaker
for HVAC per
Mechanical
Name Plate

PANEL 150 MCB 208/120 3P, 4W 1-CAN  84 CKT

1LC (1-42)

Series
Rate to
22K AIC

2" 3#1/0 2#1/0N 1#6G 1#6IG Ground Bar, IG Bar and Double Netural NEMA 1
CKT LOAD DESCRIPTION WIRE CB LIGHTS RECEPT EQUIP HVAC HEAT PH

1 Computer - 3 Repts. Office P21,P20,P19 #12 20/1          1,800 A
3 Computer - 3 Repts. Office P22,P24,P25 #12 20/1          1,800 B
5 Computer - 3 Repts. Office P15,P16,P26 #12 20/1          1,800 C
7 Computer - 3 Repts. Office P27,P29,P30 #12 20/1          1,800 A

9
Computer - 3 Repts. Office P14,P12, &
Janitor S04 #12 20/1          1,800 B

11
Computer - 3 Repts. Lab P36 & Office
P32,P33 #12 20/1          1,800 C

13 Computer - 3 Repts. Office P34,P11,P10 #12 20/1          1,800 A

15
Computer - 3 Repts. Files P35,
Interview P40, Office P08 #12 20/1          1,800 B

17
Computer - 2 Repts. Office P06,
Interview P41 #12 20/1          1,200 C

19
Computer - 2 Repts. Cashier P03,
Recep on P02 #12 20/1          1,200 A

21 Computer - 3 Repts. Office P09,P07,P05 #12 20/1          1,800 B
23 Spare 20/1 C
25 Spare 20/1 A
27 Spare 20/1 B
29 Spare 20/1 C
31 Spare 20/1 A
33 Spare 20/1 B
35 Spare 20/1 C
37 TVSS 4#6 1#6G 60/3 A
39 120KA with Counter B
41 Same Manufacture as Gear C

2
Computer - 3 Repts. Office
H19,H21,H15 #12 20/1          1,800 A

4
Computer - 3 Repts. Screening Room
H11,H12,H13 #12 20/1          1,800 B

6 Computer - 2 Repts. Office H22,H25 #12 20/1          1,200 C

8
Computer - 3 Repts. Med Storage
H23,Medical Equip. H24, Lab H03 #12 20/1          1,800 A

10 Computer - 2 Repts. Recep on H33 #12 20/1          1,200 B
12 Computer - 2 Repts. Breakroom S02 #12 20/1          1,200 C

14
Computer - 3 Repts. Office
H36,H37,H38 #12 20/1          1,800 A

16
Computer - 3 Repts. Admin Asst H52,
Recep on H33, Office H34 #12 20/1          1,800 B

18 Computer - 3 Repts. H51,H40,H44 #12 20/1          1,800 C

20
Computer - 3 Repts. Office H42,
Files/Supplies H48, Office H46 #12 20/1          1,800 A

22 Spare 20/1 B
24 Spare 20/1 C
26 Spare 20/1 A
28 Spare 20/1 B
30 1 Recpt. Copier -Printer Room H28 #12 20/1             600 C
32 Spare 20/1 A
34 Spare 20/1 B
36 Spare 20/1 C
38 Spare 20/1 A
40 Spare 20/1 B
42 Spare 20/1 C

TOTAL                 - -       35,400                 -                 -

A PH                 - -       13,800                 -                 -

B PH                 - -       12,000                 -                 -

C PH                 - -          9,600                 -                 -

TOTAL                 - -       35,400                 -                 -

LIGHTING                      - A PH                 - -       13,800                 -                 -

RECEPTACLE                      - B PH                 - -       12,000                 -                 -

EQUIP 35,400 C PH                 - -          9,600                 -                 -
HVAC                      -
HEAT                      -

25% CONT                      -

Served by a
K13 45KVA
Transfomer

25% LG MOTOR

TOTAL KVA 35,400

Provide
Dedicated
Neturals

VOLTS 208

Provided IG
Receptacles
on all
outlets on
LC

AMPS 98.26

Provided
equipment
ground and
IG ground
per home
run

UTILITY
POLE

METER

1-4"C SPARE
PROVIDE RACEWAY PER

UTILITY REQUIREMENTS

1-4"C(4#600)
PROVIDE RACEWAY PER UTILITY
REQUIREMENTS

400/F/3 SN
F@400 CLASS J
SEE NOTE #2

1-4"C(4#600,1#3/0G)

#3/0

BLDG
STEEL

ELECTRODE
CONCRETE
ENCASED

20FT
#3/0

#3/0
10'

3/4"X10
CU GROUND
ROD

1/4"X2"X24"
MAIN GROUND
BAR. 2 HOLE
CRIMP LUGS

400/4
ATS

"DP1"
PANEL

1-4"C
(4#600,1#3/0G

TVSS

"1HN"
PANEL

1-4"C
4#600

2"C(4#1/0,1#6G)

"T1LN"
45KVA

GROUND/NEC
TO BUILDING
STEEL

1"C(3#6,1#8G)

"T1LC"
45KVA

"1LN"
PANEL
150A
MCB

2"C(4#1/0,1#6G)

"1LC"
PANEL
150A
MCB

TVSS
2"C(5#1/0,1#6G,1#6IG)

GROUND/NEC
TO MGB. SEE
NOTE #1

GROUND/NEC
TO BUILDING
STEEL

GROUND/NEC
TO MGB. SEE
NOTE #1

250KW
GENERATOR

NATURAL GAS

400/3

1-4"C(4#600,1#3/0G)

#3/0

1"C FOR BATTERY CHARGER(CKT 1LN 41)
BLOCK HEATER(CKT 1LN 39)

1"C FOR ANNUNCIATOR
CONTROLS

PROTECT ALL
GROUND WIRE IN

PVC CONDUIT

NOTES:
NOTE #1
GROUND PER NEC & LOCAL JURISDICTION.

NOTE #2
PROVIDE NEMA 3R DISCONNECT SWITCH ON
EXTERIOR IF REQUIRED BY LOCAL
JURISDICTION OTHERWISE MOUNT ON
INTERIOR.

NOTE #3
PRICE ATS & GENERATOR & CONDUCTORS AS
ALTERNATE ADD. LEAVE RACEWAY AS PART OF
BASE BID FOR FUTURE.

NOTE #4
PROVIDE DEDUCT FOR CONDUCTORS FROM
UTILITY TRANSFORMER TO METER.

TO ATS

1/4"X2"X12"
TELEPHONE
GROUND
BAR.

#2

Generator
250KW Generator 480/277V 3p, 4w
Natural Gas
Heater
Ba ery Charger
Weather Proof Housing with noise reduc on.
Exhaust System with noise reduc on.
Cer fied Factory Test
5-Year Manufacture Warranty
3-Sets Opera ons and Maintenance manual.
Remote Annunciator
Manufacture System Check and Inspec on
4-Hour Resis ve Load Bank Test
System Instruc on
400 Amp Circuit Breaker

ATS
400 AMP 4 pole switch 480/277V 3p, 4w
Nema 1 Enclosure
Same manufacture as Generator
65KAIC Fault Ra ngs
Exerciser Clock
Manufacture System Check and Inspec on
System Instruc on
5-Year Manufacture Warranty

FUEL SYSTEM
Plumbing Contractor to provide Pipe for Natural Gas Supply
Standard Carburetor – IMPCO Make
Low Pressure Dry Processed Natural Gas – (905 BTU/ft.² L.H.V.)
Running Pressure to Carburetor (After Regulation) – in. H20 (mm H20) ……………………. 5 ~ 7 (127~177)
Running Pressure to Engine Mounted Regulator ~ in. H20 (mm H20) ………………….. 15 ~ 20 (381 ~ 508)
Minimum Gas Supply Pipe Size @ Engine – in. (mm)…………………………………………2.0 (50.8)
Gas Supply Filter Pressure Rating – PSI (kPa)………………………………………………...100 (690)
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SCHEDULES
 & PANEL

LIGHTING FIXTURE



Fixture Schedule Port
Arthur Public Health
and Adult Proba on 12/5/2013

Type Descrip on Manufacture or Brand Catalog Number Qty of Lamp
Lamp
Wa age

Lamp
Color Voltage Comment

A1 4  2 lamp Strip ABL-Lithonia Ligh ng C 2 32 MVOLT GEB10IS 2 32 4100k Universal

A22
2x2 2 Lamp Acrylic Fixture with
1-Ballast ABL-Lithonia Ligh ng 2SP8 G 2 17 FN A12125 MVOLT GEB10IS LP741 2 32 4100k Universal

A2
2X4 2 Lamp Acrylic Fixture with
1-Ballast ABL-Lithonia Ligh ng 2SP8 G 2 32 FN A12125 MVOLT GEB10IS L841E28 2 32 4100k Universal

A3
2x4 3 Lamp Acrylic Fixture with
1-Ballast ABL-Lithonia Ligh ng 2SP8 G 3 32 FN A12125 MVOLT GEB10IS L841E28 3 32 4100k Universal

A42B
2x4 4 Lamp Acrylic Fixture with
2-Ballast ABL-Lithonia Ligh ng 2SP8 G 4 32 FN A12125 MVOLT GEB10IS L841E28 4 32 4100k Universal

D132 Down Light ABL-Lithonia Ligh ng AF 1/32TRT 8AR MVOLT GEB 10 WLP41 1 32 4100k Universal

WP
Wall Mounted Sconce with Wide
Throw ABL-Lithonia Ligh ng WST 150MWT 277 LP1(DARK BRONZE TEXTURED,SURFACE MTD) 1 150 277V

B
Wall Mounted Sconce with Wide
Throw ABL-Lithonia Ligh ng WST 32TRT MD 277 LP1(DARK BRONZE TEXTURED,SURFACE MTD) 1 32 277V

SC1 2  1 Lamp Surface Mounted ABL-Lithonia Ligh ng WP 1 14T5 MVOLT GEB10PS 1 14 Universal
SC2 4  2 Lamp Surface Mounted ABL-Lithonia Ligh ng WP 2 28T5 MVOLT GEB10PS 2 28 Universal

SA
Single Had 250W MH on 20
Pole ABL-Lithonia Ligh ng KAD 250M R3 SCWA SPD04 LPI 1 250 277V

X Exit Light With Ba ery Pack ABL-Lithonia Ligh ng LQMS3R120/277 EL NSD 1 1 Universal

XFL
Exit Light With Ba ery Pack &
Emergency LED Lights ABL-Lithonia Ligh ng LHQMLEDRSD 3 1 Universal
At crosshatched fixture provide a
90 minute ba ery back up with
test switch.
At corridor lights fixtures;
Connect ba ery pack and fixture
to hot  leg , Fixturs will be on 24
Hours for security and egress
ligh ng.
Fixtures at classrooms, wai ng
room, conference and
breakroom out a ba ery pack
will be controlled by mo on
sensor.
Connect Exit Lights and Ba ery
Packs to Hot Leg of circuit
controlling area.
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PLUMBING FIXTURE SCHEDULE
SYMBOL FIXTURE DESCRIPTION ACCESSORIES SAN VENT HW CW NOTES/COMMENTS

WC‐1 Toilet American Standard #3451.001.020 Madera Flowise 
Elongated 15" high Toilet, white Vitreous china, floor 
mounted, operates in the range of 1.1 US Gal to 1.6 US 
Gal (4.2 L to 6 L) per flush. 

Centoco #500STSCC.001 heavy duty toilet 
seat, white solid plastic, open front less 
cover. 
Sloan #8111‐CP G2 Optima Plus, exposed 
Flushometer for Top Spud toilet,1.6 US Gal 
(6 L) factory set flow. 
Provide Floor Flange, (same material as the 
connecting pi

4'' 2'' ‐ 1''

WC‐2 Toilet American Standard #3461.001.020 Madera Flowise Right 
Height Elongated 16‐1/2" high Toilet, white Vitreous 
china, floor mounted, operates in the range of 1.1 US 
Gal to 1.6 US Gal (4.2 L to 6 L) per flush. 

Centoco #500STSCC.001 heavy duty toilet 
seat, white solid plastic, open front less 
cover. 
Sloan #8111‐CP G2 Optima Plus, exposed 
Flushometer for Top Spud toilet,1.6 US Gal 
(6 L) factory set flow. 
Provide Floor Flange, (same material as the 
connecting pi

4'' 2'' ‐ 1''

UR‐1 Urinal American Standard #6590.001 Washbrook Flowise 
Urinal, vitreous china, operates in the range of 0.125 US 
Gal to 1.0 US Gal (0.5 L to 3.8 L) per flush wall hung. 

Sloan #8186‐1.0‐CP G2 Optima Plus, exposed 
Flushometer for Top Spud urinal,1.0 US Gal 
(3.8 L) factory set flow. 
Watts #CA‐321 mounted on concrete floor, 
Urinal Carrier. 
Watts #CO‐380‐RD Urinal Wall Access 
Cleanout. 

2'' 1‐1/2'' ‐ 3/4'' Urinal mounted at 
handicap height

UR‐2 Urinal American Standard #6590.001 Washbrook Flowise 
Urinal, vitreous china, operates in the range of 0.125 US 
Gal to 1.0 US Gal (0.5 L to 3.8 L) per flush wall hung. 

Sloan #8186‐1.0‐CP G2 Optima Plus, exposed 
Flushometer for Top Spud urinal,1.0 US Gal 
(3.8 L) factory set flow. 
Watts #CA‐321 mounted on concrete floor, 
Urinal Carrier. 
Watts #CO‐380‐RD Urinal Wall Access 
Cleanout. 

2'' 1‐1/2'' ‐ 3/4'' Urinal mounted at 
standard height

L‐1 Basin American Standard Aqualyn #0476.028 Basin, Self‐
rimming / Drop‐in. 

Sloan SENSOR ACTIVATED BATTERY 
ELECTRONIC FAUCET #SF‐2350 0.5 GPM (1.9 
LPM) aerator spray outlet, Electronic faucet. 
Powers #LFe480‐00 point of use mechanical 
water mixing valve. 
McGuire #155WCC offset open grid drain. 
McGuire #LFBV2165N3 polished bras

2'' 1‐1/2'' 1/2'' 1/2''

L‐2 Basin American Standard Lucerne #0355.012 Basin.  American Standard Ceramix #2000.100 1.5 
GPM (5.7 LPM) aerator outlet, Single lever 
faucet.  
McGuire #155WCC offset open grid drain. 
McGuire #LFBV170 polished brass Faucet 
Supplies. 
McGuire #8872CB P‐Trap. 
McGuire PROWRAP #PW2000WC Sanitary 
Covering. 

2'' 1‐1/2'' 1/2'' 1/2''

MS‐1 Sink FIAT STOCKTON #TSB800 service / Mop sink.  American Standard #8344.012 wall mounted 
unrestricted hose end outlet, Two handle 
faucet. 
FIAT 1239BB24000 Bumper Guard 
constructed of aluminum with vinyl insert
FIAT 889CC000 Mop Hanger constructed of 22 
gauge type 304 stainless steel. 
FIAT MSG24000 Ba

3'' 1‐1/2'' 1/2'' 1/2''

S‐1 Sink Elkay LRAD‐3319  countertop mount double basin sink, 
302 stainless steel with undercoating.

American Standard model #6279.000 swivel 
spout w/hand held spray, handles #142H 
lever type handicaped, and grid strainers.
McGuire #LFBV170 polished brass Faucet 
Supplies.
Provide P‐Trap. 

2'' 1‐1/2'' 1/2'' 1/2''

EWC‐1 Electric Water 
Cooler

Acorn Aqua #A112408B‐FG‐VR, bi‐level water cooler and 
handicap cane touch skirt.

McGuire #LFHST11LK polished brass Provide 
drinking fountain supplies. 
Watts #CA‐431 mounted on concrete floor, 
double carrier. 

2'' 1‐1/2'' ‐ 1/2''

NFWH‐1 Non‐Freeze 
Wall Hydrant

Woodford Model 67 automatic draining with backflow 
prevention.

‐ ‐ ‐ 3/4''
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